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MANUFACTURER / PART NUMBER

 16

 17

 18

BACK PANEL VIEW

 19

 20

COMPACTLOGIX 5380,18-PIN SCREW TYPE TERMINAL BLOCK ALLEN-BRADLEY / 5069-RTB18-SCREW

 21

HOFFMAN / A36P30

HOFFMAN / ALFSWD

ENCLOSURE BACK PANEL, 36"X 30"

PANEL DOOR SWITHC

SIDE MOUNT FILTER FAN 120V 35 CFM

CIRCUIT BREAKER 5A,CURVE C

THERMOSTAT

DOUBEL SOCKET GFI,15A,EO-AB/UT/LED/DUO/V/GFI/15

UPS TRIO-UPS-2G/1AC.24DC/5

UPS BATTERY MODULE UPS-BAT/PB/24DC/4AH

COMPACTLOGIX 5380,16 POINT 24VDC DI MODULE

COMPACTLOGIX 5380,8 POINT 24VDC DO MODULE

COMPACTLOGIX 5380,8 POINT AI MODULE

COMPACTLOGIX 5380,CPU POWER SCREW TYPE TERMINAL BLOCKS

4x4 MIMO 4G/5G ANTENNA

HOFFMAN / HF0516414

ALLEN-BRADLEY / 5069-L306ER

ALLEN-BRADLEY / 5069-OB8

ALLEN-BRADLEY / 5069-IB16

ALLEN-BRADLEY / 5069-IF8

ALLEN-BRADLEY / 5069-RTB64-SCREW

PANORAMA ANTENNAS / DWMM4-6-60-5SP

COMPACTLOGIX CPU 5380,L306ER

TYPE 3 SURGE PROTECTION DEVICE PLT-SCE-T3-120-FM-UT

ALLEN-BRADLEY / 700-HA32A1 22 RELAY 120VAC

 23

FRONT DOOR VIEW

30"

3
6

"

PADLOCKING, MILD STEEL TYPE 4, 36"x30"x10"

WALL MOUNTED ENCLOSURE CONTINUOUS HINGE WITH 3-POINT LATCH
HOFFMAN / A36H30CLP3PT

 24 RELAY TERMINAL BLOCK 24VDC ALLEN-BRADLEY / 700-HLT1Z24

HEATER 120V, 100W

RELAY SOCKET

HOFFMAN / HG0500404

HOFFMAN / DAH1001A

PHOENIX CONTACT / 2907918

ALLEN-BRADLEY / 1489-M1C050

ALLEN-BRADLEY / 700HN125

ADD COOLING AND HEATING DEVICES PER PANEL HEATING AND COOLING CALCULATIONS.

FOR OUTSIDE INSTALLATION USE ENCLOSURE SS304, P,N: A36H3010SSLP3PT.

SIDE MOUNT EXHAUST GRILLES

PANEL LIGHT LED 120VAC, MAGNETIC MOUNTING STYLE HOFFMAN / LEDA1M35

HOFFMAN / THERM16F

CELLULAR ROUTER 5G R1900 CRADELPOINT / MB01-19005GB-GA

FUSE TERMINAL BLOCKS 120 VAC 25 ALLEN-BRADLEY / 1492-H4

1

2

5  

1  

6  9  

4  

5069-L306ER

CPU

5069-IB16

24VDC

16CH

DI

 SLOT 1

5069-0B8

24VDC

8CH

DO

 SLOT 2

5069-IF8

CURRENT

8CH

AI

 SLOT 3

CELLULAR ROUTER

ETH

LAN

CAT 6 PATCH CABLE

R1900

MIM02

MIMO1

DIV

MAIN

P:N: DWMM4G-6-60-5SP

4x4 MIMO 4G/5G ANTENNA

4  SW-1

SH-1
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1

2

2

2

2

QUANTITY LABEL

1

1

1

2

LT-1

SW-1/SW-2

FAN-11

1

1

1

1

1

1

1

1

1

1

1

1

1

3

T-STAT

H-1

SP-1

SOCKET

UPS

BATT

CB-1

CPU

DI

DO

AI

PHOENIX CONTACT / 1263628

PHOENIX CONTACT / 2907160

PHOENIX CONTACT / 1274117

1

1

8

ROUTER

CR-P

1

CR-1 TO CR-8

7 FU-1 TO FU-7

FUSE TERMINAL BLOCKS 24VDC 26 ALLEN-BRADLEY / 1492-H5 30

FU-300 TO FU-307

FU-100 TO FU-115

FU-10 TO FU-15

TERMAIAL BLOCK 27 ALLEN-BRADLEY / 1492-J3 39

GROUND TERMINAL BLOCK 28 ALLEN-BRADLEY / 1492-JG3 11

FUSE TERMINAL BLOCK END BARRIER 29 ALLEN-BRADLEY / 1492-N37 5

TERMINAL BLOCKS END BARRIER 30 ALLEN-BRADLEY / 1492-EBJ16 10
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EQUIPMENT IDENTIFICATION

31 

32  

33  

34  

35  

36  

37  

38  

39  

 40

MANUFACTURER / PART NUMBER

BUSSMAN / MDL-5-RFUSE ¼"x 1¼",5A

DUCT COVER 2"x3" 6FT ,GRAY

DUCT 2"x3" 6FT,GRAY

TERMINAL BLOCK END ANCHOR ALLEN-BRADLEY / 1492-EAJ35

DIN RAIL 1M ALLEN-BRADLEY / 199-DR1

PANDUIT / G2X3LG6

QUANTITY LABEL

12

2

2

3

FU-7,FU-13

FU-3,FU-11,FU-14

FU-6,FU-12,FU-15

FU-1,FU-2,FU-5,
6

16

8

1

1

1

FU-300 TO FU-307

FU-4,FU-10

PANDUIT / C2LG6

BUSSMAN / MDL-3-RFUSE ¼"x 1¼",3A

BUSSMAN / MDL-2-RFUSE ¼"x 1¼",2A

BUSSMAN / MDL-1-RFUSE ¼"x 1¼",1A

BUSSMAN / MDL-1/4-RFUSE ¼"x 1¼",1/4A

BUSSMAN / MDL-1/16-RFUSE ¼"x 1¼",1/16A

FU-100 TO FU-115
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38  (TYP)

3
3

"

27"

MIM02

MIMO1

TELEMETRY SYSTEM

LACSD

D
E

S
IG

N
E

D

D
R

A
W

N

C
H

E
C

K
E

D

R
E

V
IE

W
E

D

D
A

T
E

D
A

T
E

D
A

T
E

D
A

T
E

SCALE:

NO.

NO.

SHEET

DWG.

1 2 3 4 5 6 7 8 9 10

A

B

C

D

E

F

G

R
E

V
I
S

I
O

N
S

D
A

T
E

N
O

.

WARNING
IF THIS LINE IS NOT 1" LONG,

THEN DWG IS NOT TO SCALE.

1"

11 12

H

2
3

-
S

E
P

-
2

0
2

5
1

4
:
1

5
l
a
l
c
a
n

t
a
r
a

I
N

I
T

I
A

L
S

O
 F

  
L

 O
 S

  
A

 N
 G

 E
 L

 E
 S

  
C

 O
 U

 N
 T

 Y
 ,
  
C

 A
 L

 I
 F

 O
 R

 N
 I

 A

C
O

U
N

T
Y

 S
A

N
IT

A
T

IO
N

 D
IS

T
R

IC
T

 N
O

.

p
w

:/
/l

a
c
s
d

-
p

w
.b

e
n

tl
e
y

.c
o

m
:l

a
c
s
d

-
p

w
-
0

1
/D

o
c
u

m
e
n

ts
/C

A
D

D
r
s
r
c
/D

is
tr

ic
tL

ib
/L

e
g

a
c
y

/D
T

L
/E

L
E

C
/O

p
e
r
a
ti

o
n

s
 G

r
o

u
p

 -
 E

&
I
/E

&
I
_

S
U

P
P

O
R

T
_

T
E

L
E

S
Y

S
T

_
0

0
1

.S
H

T

M
S

T
N

: 
 *

 J
A

O
_
F

u
ll

-
G

r
a
y
.p

e
n

S
P

E
C

I
A

L
 P

R
O

V
I
S

I
O

N
S

 D
O

C
 N

O
.

L
A

C
S

D
 G

3
 1

0
-
1
5
-
2
0
1
4

 

E
L

E
C

T
R

IC
A

L
 &

 I
N

S
T

R
U

M
E

N
T

A
T

IO
N

 E
N

G
IN

E
E

R
IN

G
 S

U
P

P
O

R
T

 S
T

A
N

D
A

R
D

 D
R

A
W

IN
G

S



SH-2

 

 

IN
T

E
R

C
O

N
N

E
C

T
IO

N
 D

IA
G

R
A

M
 I

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
  

 
 

 
    

W
E

A
T

H
E

R
 U

R
B

A
N

  
R

U
N

O
F

F
 D

IV
E

R
S

IO
IN

 F
A

C
IL

IT
IE

S

T
E

L
E

M
E

T
R

Y
 S

Y
S

T
E

M
 F

O
R

 S
T

O
R

M
W

A
T

E
R

 F
L

O
W

 &
 D

R
Y

NONE

L N

L N

SP-1
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 10A

CB-1

L N

120VAC, 60HZ

 

1A

FU-1

CR-P

 

1A

FU-2

T-STAT

M

FAN-1

2A

FU-3

 

H-1

5A

FU-4

 

SOCKET

3A ONLY

1A

FU-5

 

  

W

LT-1

1A

FU-6

 

3A

FU-7

 

SPARE

NL

UPS

+ -

BATTERY

5A

FU-10

 

+

-

BATT

+24

MOD POWER

GND

COM

 

2A

FU-11

 

1A

FU-12

+

+

-

-

CPU

 SA POWER

ROUTER

 

3A

FU-13

+ -

R1900

DIGITAL OUTPUT MODULE

 

2A

FU-14

+ -

 

1A

FU-15

 

FU-100 

FU-101

SW-2

FU-102

 

FU-103

 

FU-104

 

FU-105

 

CR-P 100

101

102

103

104

UPS

BATTERY

3.2

ALARM

3.3

MODE

105

RTU PANEL

RUNNING

P2

RUNNING

P1

FU-106

106RAIN

 

0

1

2

3

4

5

6

FU-107

107FLOWMETER

7

 

FU-108

108RAIN SD

8

 

FU-109

109TIME SD

9

 

POWER FAIL

120VAC

SWITCH

INTRUSION

(1=NORMAL 0=ALARM)

UPS ALARM

UPS ON BATTERY

RUNNING

DIVERSION PUMP 1

STATUS

RAIN GAUGE

FAILURE

MAGNETIC FLOWMETER

SHUTDOWN

RAIN EVENT

SHUTDOWN

TIME OF USE

RUNNING

DIVERSION PUMP 2

FAIL

FU-110

110LOSS OF

10
PERMISSIVE

LOSS OF

PERMISSIVE

 

FU-111

111P1

11
FAIL

DIVERSION PUMP 1

FAIL

 

FU-112

112P2

12
FAIL

DIVERSION PUMP 2

FAIL

 

FU-113

113SP1

13 SPARE 1

 

SW-1

  

FU-114

114SP2

14 SPARE 2

 

FU-115

115SP3

15 SPARE 3

 

¼ A

¼ A

¼ A

5069-IB16

SLOT 1 DI

G
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COM
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¼ A

¼ A

¼ A

¼ A

¼ A

¼ A

¼ A

¼ A

¼ A

¼ A

¼ A

¼ A

¼ A

COM

DCI

DCI

DESCRIPTIONSYMBOL

FUSE (AMPERE RATING SHOWN)

 

 25A

TERMINAL

CONTACT, NORMALLY OPEN

GROUND CONNECTION

SPACE HEATER

SOCKET

60AT
OR LESS, 3P (AMPERE RATING SHOWN)

CIRCUIT BREAKER, THERMAL MAGNETIC, 600VAC

OPENING ON RISING TEMPERATURE

SWITCH, TEMPERATURE ACTUATED,

  
  

SWITCH

M (INTERCONNECTION DIAGRAM)

MOTOR, INDUCTION

NOTE:

AND QUANTITY OF PUMPS FURNISHED AND VENDOR PROVIDED IO's.

FINAL I/O CONFIGURATION WILL BE DETERMINED BASED ON THE EQUIPMENT 

I/O ALLOCATIONS SHOWN ARE PRELIMINARY AND FOR REFERENCE ONLY.
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 25A

TERMINAL

CONTACT, NORMALLY OPEN

GROUND CONNECTION

SPACE HEATER

SOCKET

60AT
OR LESS, 3P (AMPERE RATING SHOWN)
CIRCUIT BREAKER, THERMAL MAGNETIC, 600VAC

OPENING ON RISING TEMPERATURE
SWITCH, TEMPERATURE ACTUATED,

  
  

SWITCH

M (INTERCONNECTION DIAGRAM)
MOTOR, INDUCTION

NOTE:

AND QUANTITY OF PUMPS FURNISHED AND VENDOR PROVIDED IO's.
FINAL I/O CONFIGURATION WILL BE DETERMINED BASED ON THE EQUIPMENT 
I/O ALLOCATIONS SHOWN ARE PRELIMINARY AND FOR REFERENCE ONLY.
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